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CONNECT TO UNDERGROUND SYSTEM
- REFER TO CIVIL DRAWINGS
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STAIRS ONLY
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DOCK LIFT
POWER UNIT

EDGE OF LOADING DOCK SLAB @
ELEV = -1" (FROM INTERIOR SLAB)

SLOPE PORTION OF LOADING
DOCK SLAB BTWN RECESSED
PIT AND EXTERIOR BRICK WALL
(REFER TO SECTION)

SLOPE

SLOPE
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MANUALLY OPERATED
OVERHEAD BUG SCREEN
W/ SIDE SCREENS

00-BASEMENT
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PERIMETER OF ROOF
12'-9"

VEST. PERIM. OF ROOF
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NEW EXTERIOR SCREEN WALL NEW EXTERIOR BRICK
TO MATCH  EXISTING

NEW EXTERIOR BRICK
TO MATCH  EXISTING

NEW ROOF FASCIA AND SOFFIT
COLOR TO MATCHING EXISTING
MASONRY 'BELT COURSE' EXISTING BUILDING, BEYOND

NEW RAINWATER CONDUCTOR,
CONNECT TO UNDERGROUND SYSTEM -
REFER TO CIVIL DRAWINGS
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VEST. PERIM. OF ROOF
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EXISTING BUILDING

EXISTING MASONRY
'BELT COURSE' @ 1ST
FLOOR ELEVATION

NEW RAINWATER CONDUCTOR, CONNECT TO
UNDERGROUND SYSTEM - REFER TO CIVIL DRAWINGS

NEW BRICK TO
MATCH EXISTING

NEW ROOF FASCIA
AND SOFFIT. COLOR
TO MATCH EXISTING
MASONRY 'BELT
COURSE'
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PERIMETER OF ROOF
12'-9"

NEW EXTERIOR
SCREEN WALL

NEW EXTERIOR BRICK
TO MATCH EXISTING

NEW OVERHEAD DOOR
W/ STEEL PLATE JAMBS
& HEAD. PAINT STEEL TO
MATCH ROOF FASCIA

NEW DOCK LIFT IN
RECESSED PIT @
DOCK. VERIFY PIT
DEPTH W/ MANUF.
REQUIREMENTS

MASONRY
CONTROL JOINT

8"

NEW EXTERIOR
SCREEN WALL

NEW LOADING DOCK
ENTRY DOOR. PAINT
DOOR AND FRAME TO
MATCH OVERHEAD
DOOR

NEW STEEL PIPE RAILING
@ LOADING DOCK STAIR.
PAINT RAILING TO MATCH
ENTRY DOOR

NEW CONCRETE STAIR
UP TO LOADING DOCK -
REFER TO STRUCTURAL

BRICK COLUMN WRAP ON
CONCRETE LEDGE, TYP.
(HEIGHT = 1 BRICK COURSE)

STEEL ANGLE EMBED @ ALL
EDGES OF DOCK AND RECESSED
PIT - REFER TO STRUCTURAL

EQ EQ
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± STRUCTURAL COLUMN

BRICK COLUMN ENCLOSURE,
TO MATCH EXISTING BUILDING

ADJUSTABLE MASONRY
ANCHORS, WELDED TO
COLUMN @ REQUIRED
SPACING

NOTE: CONCRETE LEDGE @
BOTTOM OF COLUMN, TYPICAL
(NOT SHOWN). HEIGHT OF
LEDGE SHALL APPROX.
1-BRICK COURSE, ALIGN TO
EXTERIOR WALL COURSING
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1'-0"

STRUCTURAL COLUMN

EXTERIOR BRICK
( SEE WALL SECTIONS
FOR CONSTRUCTION )

1" ±

CLOSED CELL SPRAY-
IN FOAM INSULATION
@ RAIN LEADER

OVERFLOW ROOF DRAIN
LEADER & OUTLET

ALIGN FACE OF WALL TO
OPPOSING CORRIDOR
WALL ( REFER TO
ENLARGED PLAN )

6" STEEL STUD WALL
FRAMING ( TYPICAL ) +
ADDITIONAL 3-5/8"
INTERIOR FRAMING
(ALIGNED TO CEILING )

METAL END DAM TO
TERMINATE W.P.
(WRAP END OF DAM)

1/2" CONT. SEALANT
JOINT & BACKER ROD

EXTERIOR STOREFRONT
FRAMING & INSULATED
GLAZING

ALIGN FACE OF
DOOR JAMB TO
FACE OF WALL &
STOREFRONT
MULLION

CONT. SEALANT JOINT

METAL 'J' BEAD @
GWB TERMINATION

3-5/8" STEEL STUD WALL
FRAMING

CT-6 CERAMIC TILE OVER
1/2" BACKER BOARD
(REFER TO FINISH PLAN)

1"

'Z-REVEAL' @ GWB
TERMINATION TO EXISTING
BRICK WALL (OR NEW
WALL, WHERE OCCURS)

A404

10

10"

NEW HANDRAIL
(WHERE OCCURS)

A404

10

TYPICAL CORNER
TRIM @ ALL OUTSIDE
CORNERS

11

A404

10

A404

LARGE FORMAT TILES @
WALL, CONTINUED FROM
ADJACENT CEILING

TYPICAL CT-6 TILE JOINT,
USE MINIMUM GROUT
JOINT WIDTH.
ALIGN TO CEILING JOINT
LOCATION.

EXISTING BRICK CORRIDOR
WALL, WHERE OCCURS
(BEYOND)

CT-6 CERAMIC TILE OVER
1/2" BACKER BOARD
(REFER TO FINISH PLAN)

TILE CORNER TRIM:
SCHLUTER 'QUADEC',
SATIN ANODIZED
ALUMINUM (AE) FINISH

CT-1 CERAMIC TILE OVER
1/2" BACKER BOARD
(REFER TO FINISH PLAN)

TILE TERMINATION TRIM:
SCHLUTER 'SCHIENE',
SATIN ANODIZED
ALUMINUM (AE) FINISH

SCHEDULED FINISH
FLOORING

MITER TILE @
CEILING-WALL
TRANSITION

REFER TO
'FRONT'
ELEVATION
FOR TYPICAL
DETAILS / INFO.

- EXISTING EXTERIOR WALL -
(SEE DEMO PLAN FOR
EXTENT OF REMOVED

WALL @ NEW OPENING)

NEW EXTERIOR
STOREFRONT FRAMING
& INSULATED GLAZING

1/2" CONT. SEALANT
JOINT @ STOREFRONT

1/2" CONT. SEALANT
JOINT & BACKER ROD

METAL 'J' BEAD @
GWB TERMINATION

5/8" GWB ON 1-1/2"
METAL STUD FRAMING

5/8" GWB ON 2-1/2"
METAL STUD FRAMING

ALIGN FACE OF DOOR
JAMB TO FACE OF
WALL & STOREFRONT
MULLION

ALIGN NEW WALL
TO EXISTING,
PATCH/REPAIR
EXISTING AS
NECESSARY

1. LOADING DOCK PLANS AND DETAILS ARE
    DIMENSIONED FROM FACE OF FINISHED
    SHEATHING (GWB PARTITIONS) OR FACE OF
    MASONRY, TYPICAL, UNLESS NOTED OTHERWISE.

GENERAL NOTES:

CONSULTANTS:
Drawing Title

Approved: Project Director

Project Title

Location:

Date Checked Drawn

Drawing Number

Dwg. of

Building Number

Project Number

Office of
Construction
and Facilities
Management

6587 HAMILTON AVENUE
PITTSBURGH, PENNSYLVANIA 15206
PH: 412.287.7333 FAX: 412.287.7334
www.ae-works.com

VA FORM 08-6231
1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

A

B

C

D

E

F
 NORTH

FULLY SPRINKLERED

A

B

C

D

E

F

BID DOCUMENTS
ARCHITECTS/ENGINEERS:

Revisions: Date0
4

8
1
6

0
4

8
0

4
0

4
0

2
6
"

0
2

6
"

0
1

6
"

6 "

o
n
e
 e

ig
h
th

 i
n
c
h
 =

 o
n
e
 f
o
o
t

o
n
e
 q

u
a
rt

e
r 

in
c
h
 =

 o
n
e
 f
o
o
t

th
re

e
 e

ig
h
th

s
 i
n
c
h
 =

 o
n
e
 f
o
o
t

o
n
e
 h

a
lf
 i
n
c
h
 =

 o
n
e
 f
o
o
t

th
re

e
 q

u
a
rt

e
rs

 i
n
c
h
 =

 o
n
e
 f
o
o
t

o
n
e
 i
n
c
h
 =

 o
n
e
 f
o
o
t

o
n
e
 a

n
d
 o

n
e
 h

a
lf
 i
n
c
h
 =

 o
n
e
 f
o
o
t

th
re

e
 i
n
c
h
e
s
 =

 o
n
e
 f
o
o
t

1

BUILDING 9 -
SECOND FLOOR RENOVATION

BB

542-13-105

JB

1400 Blackhorse Hill Road
Coatesville, PA 19320

A404

LOADING DOCK ENTRY PLAN AND
EXTERIOR ELEVATIONS

05 / 12 / 14 12553
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NORTH ELEVATION
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LOADING DOCK ENTRY - NEW WORK
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EAST ELEVATION
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WEST ELEVATION
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ELEVATION - LOADING DOCK
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PLAN DETAIL - BRICK @ COLUMN
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PLAN DETAIL - THICK WALL @ COLUMN
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PLAN DETAIL - REVEAL @ WALL
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VESTIBULE ENTRY WALL
FRONT ELEVATION

 6" = 1'-0"
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TYPICAL DETAIL
OUTSIDE TILE CORNERS
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TYPICAL DETAIL
TILE DETAIL TO FLOOR

 1/2" = 1'-0"
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VEST. ENTRY WALL
SIDE DETAIL

 1 1/2" = 1'-0"
13

PLAN DETAIL
WEST VEST. ENTRY JAMB


